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1. The project must still address the single access point for the structure which exceeds the size for 

the NYS Building Code of having a single access point. 
 

2. The project has increased the undisturbed buffer between the adjoining residential properties 
to the east of the site to 35 feet.  It is noted that those properties are located in the IB Zoning 
District which does not require compliance with the Town’s extensive buffer requirements 
typically required for commercial properties abutting residential properties in a residential zone. 

 
3. US Army Corp of Engineers & NYSDEC permits are required for filling of the wetlands.   

 
4. The tree location plan has been submitted.  Tree information should be provided on the chart 

which identifies the trees with regard to the criteria in the Tree Preservation Ordinance.  
Calculations identifying the amount of each of the criteria to be removed must be provided.   

 
5. The Town of Newburgh’s sewer system notes have been added to the plans.  However, the site 

will be served by an onsite sub-surface sanitary sewer disposal system. 
 

6. A Stormwater Pollution Prevention Plan must be provided. 
 

7. Orange County Department of Planning referral will be required for future submissions. 
 

8. NYSDOT approval for access and utilities must be received. 
 

9. The amount of cut and fill should be identified for the Planning Board’s review including 
construction related impacts. 

 
10. The Planning Board may wish to request visual simulations from the properties located east of 

the site.  Landscaping plans for the infill of the undisturbed buffer as well as the area for the 
proposed retaining wall should be provided. 

 
11. The basis of design of the sub-surface sanitary sewer disposal system is employee count.  

Information pertaining to how the employee count was calculated should be provided.  The 
employee count for the sanitary sewer disposal system is identified as 83 employees while the 
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parking count identifies 166 employees.  Additionally, the parking count does not identify office 
employees which should be included in the total calculation. 
 

Respectfully submitted, 
 
MHE Engineering, D.P.C. 
 

 
Patrick J. Hines 
Principal 
 
PJH/ltm 
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